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Laboratory Test Report 

 

Report for: Harry El Kara 
Manta Roofing Products 
1200 SE 20th Street 
Fort Lauderdale, FL 33316 

Product Name:  Manta #205 Asphalt Primer  

Project No.:        2819T0007 

Dates Tested:   Sep. 22, 2025 – Sep. 24, 2025 

Test Methods: ASTM D41/D41M-11(2023) 

Results Summary: Meets ASTM D41 Type II requirements 

 
 

Purpose: Evaluate Manta #205 Asphalt Primer for compliance with ASTM D41: Standard 
Specification for Asphalt Primer Used in Roofing, Dampproofing, and Waterproofing. 

 
 
Test Methods: Testing was completed in accordance with ASTM D41/D41M-11(2023): Standard 

Specification for Asphalt Primer Used in Roofing, Dampproofing, and waterproofing. Test 
methods assigned or referenced include ASTM D5: Standard Test Method for Penetration 
of Bituminous Materials; ASTM D88: Standard Test Method for Saybolt Viscosity; ASTM 
D402: Standard Test Method for Distillation of Cutback Asphaltic (Bituminous) Products; 
and ASTM D 6511: Standard Test Methods for Solvent Bearing Bituminous Compounds. 

 
 
Sampling: The following materials were received by PRI. 
 

Product Source Date Sampling 
Manta #205 Asphalt Primer Fort Lauderdale, FL Aug. 25, 2025 Manta Roofing Products 

    
  
 Manufacture location for Manta #205 Aspahlt Primer evaluated hererin has been  
 verified as Fort Lauderdale, FL.
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Manta Roofing Products           
ASTM D41 for 
Manta #205 Asphalt Primer 
Page 2 of 2 

 

2819T0007 
The laboratory test results presented in this report are based on the material(s) supplied and tested. The results, and by extension any statements 
of conformity, opinions, or interpretations, apply the “simple acceptance” decision rule for measurement uncertainty accounting. This report is 
for the exclusive use of stated client. Only the client is authorized to permit copying or distribution of this report and then only in its entirety. PRI 
Construction Materials Technologies LLC assumes no responsibility nor makes a performance or warranty statement for this material or products 
and processes containing this material in connection with this report. 

 
PRI Construction Materials Technologies LLC   6412 Badger Drive   Tampa, FL 33610    Tel: 813-621-5777    Fax: 813-621-5840    e-mail: materialstesting@pri-group.com WebSite: http://www.pri-group.com 

Results: All measurements were conducted at 72±3°F and 50±5%RH.   
 

Property Test Method Result 
Requirement 

Type I Type II 

Physical Requirements 

Water, Volume % ASTM D6511 0.2 0.5 max 0.5 max 

Saybolt Furol viscosity @ 25°F, sec ASTM D88 731 25 - 125 120 - 800 

Distillation, Volume % of Primer ASTM D402    

 Up to 437°F, %  30 ≥ 35 ≥ 30 

 Up to 680°F, %   55 ≤ 65 ≤ 60 

Distillation Residue      

 Penetration @ 25°C, dmm ASTM D5 50 20 - 50 20 - 50 

 Matter soluble in Trichloroethylene, % ASTM D6511 99.8 ≥ 99.0 ≥ 99.0 

Note(s):     None. 
 
 
Statement of Compliance: The material tested is complaint with the Type II requirements of ASTM D41: 

Standard Specification for Asphalt Primer Used in Roofing, Dampproofing, and 
Waterproofing. The laboratory test results presented in this report are 
representative of the materials supplied. 

 
 
 
  
  

Signed:  Signed:  

 Anthony Catlett  Zach Priest 

 Manager  Florida Registered Professional Engineer 

   P.E. Number: 74021 

    

Date:  Date:  

 
 
Report Issue History: 
 

Issue # Date Pages Revision Description (if applicable) 

Draft 09/25/2025 2 NA 
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